
COOLING TOWER

drainage

main water

HOT WATER CIRCUIT (Ø 1" ¼) - main gatherer (*)

Ø ¾"

COLD WATER CIRCUIT (Ø 1" ¼) - main gatherer (*)

PASTEURIZER BATCH-FREEZER

ICE-CREAM SHOWCASE

Ø ¾" Ø ¾"

Ø ¾"

Ø ¾"

Ø ¾"

Ø ¾"

overflow

wet air extraction adapter
for indoor installation

(optional)

make-up water
Ø ½"

WATER SOFTENER

v1

v2

V3

V4

by-pass line

linea di by-pass

by-pass line

manometer
1 - 6 bar

thermometer

water flow
counter

polyphosphates
doser

philter

water tap for sampling and water hardness analisys

Ø ¾'' connections (int. sec.)

water softener drain

check valve

Ø ¾" (*)

Ø ¾'' connections (int. sec.)

(*) on model M-45, minimum diameter allowed for main water gatherers is Ø = 1" ½ 
     and Ø = 1" for drainage

HYDRAULIC SYSTEM
MODEL 25 / 45

0-15 mH2O manometer




